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FROM TOP OF THE BOX

METER BOX MUST BE
APPROVED CONCRETE
OR BRICK CONSTRUCTION
WITH CONCRETE BASE
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RADIO READ UNIT (MXU) TO BE
INSTALLED ON SERVICE LINES AS
PLAN INDICATED BY METRO WATER
SERVICE PERMIT OFFICE. REFERENCE
FMSHED GripE oF spewal  QLTAL YOET Q02 FOR STANDARD
OR GROUND SURFACE
CONDUIT AND MOUNTING LOCATIONS.

TOP OF METER FRAME TO OUTER EDGE OF PRECAST BOX TO BE
ROUNDED OFF WITH CONCRETE WHERE THERE IS NO SIDEWALK

STANDARD LARGE
/ METER CASTING (METAL)
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L~-WHEN MXU IS INSTALLED

o= 7 BETER My / BATTERY PACK MUST BE
5O MOUNTED ON SIDEWALL OF
5 OF METER BOX.
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GRAVEL (CRUSHER RUN) SUB—BASE
NOTES
# ELEVATION SERVICE LINES MUST
17 CONCRETE BASE BE TYPE "K” COPPER
WITH FLARED FITTINGS
IN METER BOX.
N CONCRETE: 4500 PSI @ 28 DAYS A
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